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UNPLANNED MAINT. <InternalOrderSettlem.>

BUS2007-000009939961-PRD

Order 9939961 Ord.type PMO6

Sup. Order Act.type PO3

Planning grp H80 M.Plan

Priority E Item Main WC MECHAPSM

STATUS REL ESTC NMAT PRC SETC

Description BORD. STAB. RECIRCULATION PUMP LEAKING

DUE DATE 01/06/2014

Func. LocC. HZ-TO0-EGF-A069254 Location
BORDOVSKY STABILIZER Room
OCC/TRRC Number
Field Name
Meter ID Number

Eguipment Cost Center A069254

ABC ind.

Beglin Guarantee
Warranty End

Sort Field

Manufacturer

Manuf. Serial no:

Model no :

Technical ID no:

Size/Dimension

Operation list

Op Sub Description Workcenter

BORD. STAB. RECIRCULATION BUME. LEAKING

01/06/2014 08:18:36 Cromwell Campbell IIT {EROMWC) Phone 1 281-552-6760
Recirculation pump needs to beg#fixeéd because it is leaking from the weep hole and
filling the contaigment .troff up at .the "game time. This pump is used to pull our
tank bottoms. k-
0010 HORD. ST2AB. :RECIRCULATION PUMP LEAKING MECHAPSM

BORD. STAB. RECIRCULATEGN PUMP LEAKING

Reclircuylation pump needs. ko beifixed because it 1s leaking from the weep hole and
filling the contalmment troif up at the same time. This pump is used to pull our
tapkBottoms . ‘

0020 (DITEROL): LABOR MECHAPSM
0030 (DI.S) LABOR MECHAPSM
0040 (PACS LABOR MECHAPSM

EFSCOP00015328
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